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Interconnection Customers 
provides more complete 

information

Does the proposed interconnection pass the impact screens:
< 15% of line section annual peak
Aggregate generation lesser of 5% of spot network maximum load 
or 50 kVA
Aggregate generation on single phase shared secondary is 
<20kVA 
If interconnection is single phase and interconnection is to a 
center tap neutral of a 240 volt service, then <20% imbalance 
between two sides
No construction of facilities is required

Interconnection Customer submits a 
Tier 1 Interconnection Request with 

appropriate fees

Does the proposed 
interconnection qualify 
for Tier 1 Review:

Inverter based
<25 kVA
Lab certified 
Not to transmission 

Is the 
application
complete?

Interconnection is approved and EDC 
returns a signed Certificate of Completion to 

the Interconnection Customer

EDC conducts an 
optional Witness Test 

within 10 days of 
notice of 

commissioning test
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Witness 
Test is 

Successful

EDC 
waives 
Witness 

Test

Interconnection Customer 
has the option of 
resubmitting the 

Interconnection Request 
for consideration under a 

Tier 2, Tier 3 or Tier 4 
Review

Interconnection 
Request is 
“deemed” 
approved

Interconnection 
Request is 
withdrawn

No

No
No

YesYes

Yes

No

Yes

Yes

No

Yes

No

No

Tier 1 ($100) 
Interconnection Review Process 

section 10 

Yes

Yes

Deficiencies 
identified in 
witness test 
addressed

No

Interconnection Customer installs equipment 
provides 20 days notice for commissioning test 

and returns Certificate of Completion
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Does the proposed Interconnection 
Equipment qualify for consideration as 
field approved equipment:

Approved by another utility in the state in 
the last 36 months
Successful Witness Test
Tier 4 review documents used in prior 
approval provided & accepted if from 
another utility
Proposed equipment is identical and is 
applied in a materially identical application

Does the proposed interconnection pass the impact screens:
<15% of line section annual peak
For connection to Spot network, must be Certified, inverter based and lesser of  5% of spot 
network maximum load or 50 kVA
Aggregate generation does not contribute more than 10% of circuit's maximum fault current
Aggregate generation will not expose protective devices to more than 90% of their short circuit 
interrupting capability
Point of interconnection is not a transmission line
If connected to 3 phase, 3 wire primary line, generator is connected phase to phase
If connected to 3 phase, 4 wire primary line, generator connected line-to-neutral
Aggregate generation on single phase shared secondary is <20k VA
If interconnection is single phase and interconnection is to a center tap neutral of a 240 volt 
service, then <20% imbalance between 2 sides of transformer 
Aggregate generation does not exceed 10 MVA in an area of known transient stability limitations 
- see 11.3.6 for more details
No construction of  facilities is required

Interconnection Customer submits an Interconnection 
Request with appropriate fees

Does the proposed 
interconnection qualify 
for Tier 2 Review:

< 2MVA
Interconnected to a radial 
distribution circuit or a Spot 
network serving one 
customer
Lab certified

Is the 
application
complete?

Construction milestones satisfied

Interconnection is 
approved & EDC returns 

a signed Certificate of 
Completion

EDC conducts an optional Witness 
Test within 10 days of 

commissioning test
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s

10
 D

ay
s

20
 D

ay
s

Witness 
Test is 

Successful

EDC waives 
Witness Test

Interconnection Customer has the option 
of resubmitting the Interconnection 
Request for consideration under a 

Tier 3 or Tier 4 Review

EDC offers to provide additional review at 
customer expense if minor modifications 

will accommodate generator

Interconnection 
Request is withdrawn

No

NoNo

Yes

Yes

Yes

No

Yes

YesYes

No

Tier 2 ($500 max or $50 + $1/kW)
Interconnection Review Process 

section 11 

Yes

Interconnection 
Customer provides more 

complete information

Interconnection 
Request is 
“deemed” 
approved

EDC provides Standard Interconnection 
Agreement 

EDC determines 
interconnection is safe

EDC determines interconnection is 
safe w/o passing all screens

Customer signs Interconnection 
Agreement within 30 days

Yes
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m

e 
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s

No

No

No

No

Yes

Yes

Yes

Yes

Yes

Yes

No

No

Deficiencies 
identified in 
witness test 
addressed

No

Yes

Interconnection Customer installs equipment 
provides 20 days notice for commissioning test 

and returns Certificate of Completion

Yes

Yes

Queue position 
assigned
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Does the proposed interconnection 
qualify for Tier 3 Review:

Inverter based
<50 kVA
Lab certified
Reverse power relays
Lesser of 5% of network peak 
load or 50 kVA
No new facilities

Interconnection Customer submits an Interconnection 
Request with appropriate fees

Does the proposed 
interconnection qualify 
for Tier 3 Review:

< 10MVA
Aggregate <10MVA
Connected to radial line
Reverse power relays
No shared transformers
No new facilities 
If distribution ckt uses high 
speed reclosing with <2s 
interruption: is DG not a 
synchronous generator 12.4.7 

Is the application
complete?

Construction milestones satisfied

EDC conducts an optional Witness 
Test within 10 days of 

commissioning test
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ay
s

10
 D

ay
s

20
 D

ay
s

Witness Test is 
Successful

EDC waives 
Witness Test

Interconnection Customer has the option of 
resubmitting the Interconnection Request for 

consideration under a Tier 4 Review

Interconnection 
Request is 
withdrawn

No

NoNo

Yes

No

Yes

No

Yes

Tier 3 ($1,000 max or $100 + $2/kW)
Review Procedures 

section 12.  

Yes

Interconnection 
Request is 
“deemed” 
approved

EDC provides Standard Interconnection 
Agreement 

EDC determines 
interconnection is safe

Interconnection Customer installs equipment 
provides 5 days notice for commissioning test 

and returns Certificate of Completion

Customer signs Interconnection 
Agreement within 30 days

Yes

Ti
m

e 
Va

rie
s

No

No

Yes

Yes

Yes

Yes

No

No

Interconnection Customer provides 
more complete information

Is the proposed interconnection 
to an Area Network?

Yes

Is the Interconnection request 
denied?

No

Queue position 
assigned

Copy of impact study and written 
justification for denial provided to 

Interconnection Customer

Does the EDC conduct an impact 
study (paid for by EDC)?

No

No

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Does 
proposed interconnection

pass Tier 2 impact
Screens except 15% Scrn.  

No

Is the proposed interconnection 
to a distribution radial?

Yes

No

Deficiencies 
identified in 
witness test 
addressed

Yes

Interconnection is 
approved & EDC returns 

a signed Certificate of 
Completion

No

No

EDC offers to provide additional review at 
customer expense if minor modifications 

will accommodate generator

EDC determines interconnection is 
safe w/o passing all screens

No

Yes

Yes

No

25 D
ays
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Interconnection Customer 
submits Interconnection Request

Is the Interconnection 
Request complete?

Scoping meeting (if 
necessary). 

Interconnection 
Customer provides 
more information

Is a feasibility 
study needed?

Does the feasibility study 
show that interconnection 

affects safety and reliability?

Is a system impact 
study needed?

Perform system 
impact study

Perform 
facilities study

Does the Interconnection Customer agree to 
pay for any necessary Interconnection 
Facilities and upgrades to the electric 

system?

Follow Tier 2 procedures 
starting with “EDC 
provides Standard 

Interconnection 
Agreement”

Withdraw 
Interconnection 

Request

Tier 4 ($1,000 max or $100 + $2/kW)
Review Procedures – section 13 

(20 MVA or less and 
not qualified for tier 1, 2, or 3 or 
failed screens for tier 1, 2, or 3) 

No

Yes

Yes

Yes

Yes

Yes

Yes

No

No

No

Yes

Yes

No

Yes
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